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(1) A nursing home shall construct, arrange, and
maintain the condition of the physical plant and
the overall nursing home snvironment in such a
manner that the safety and well-being of the
residents are agsured,

This Rule is not met as evidenced by:

Based on observation and intervisw, it was
determined the facility failed to maintain the over
nursing home environment the safety and
well-being of the residents are assured,

The findings include:

Observation and interview with the maintenance
director on February 25, 2013 at 3;30 p.m.
revealed fhat patient room 102 had a damaged
electrical out. Interview with the maintenance
director revealed the damaged was caused by
the patient room bed being tum sideways against
the wall. The bed when being ralsed and lowered
has hit and pulied the electrical plug and caused
damaged to the outiet, .
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(1) A msing home shall construct, arrange, and
maintain the condition of the physical plant and the
everall nursing home environment in such a mannen
that the safety znd well-being of the residents are
assurcd,

Residents affected/potentially sffected:

Al residants have the potentlal w be affected by
this cited practice. Plani Ops assistant immediately
replaced the damaged outler  100% of aH outlets in
resident rooms were asscssed for damage
immediately. No damaged outlety were discovered.
Systemic measures:

SDCrdesignee will educale staff on notifying the
Plunt Ops director/designec and by placing it in the
muintenance log when & resident bed is guing io he
Placed apainst the wail. Plant Ops director/desipnes
will condyet a review of ell beds currently turned
sidewsys and instal} a protective device for the
oule,

Monitoring measures:

Plant aps director/designee will inspegt, gutlets in
resident rooms weekly for s month, and monthly lor
3 months, Any demaped cutlets will be
immediately replaced and reported to the
Administrator. Any concems will be reporied to the
safety committee monthly and raviewed by QA
manthly for 4 months and then upon oceurrence

therealier.
This finding was verified by the maintenance
director and acknowledged by the administrator
during the exit conference on February 25, 2013,
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